MAINTENANCE
PLAN

ELECTRIC GENERATORS
PLUMBING

X = ACTION
R = REPLACE AS NECESSARY

Fuel lines and connections X
Flexible fuel line
Oil leel X
Oil (5w-30 synthetic) R
Oil filter R
Enclosure intake/exhaust ports X X

x

Air cleaner R

Spark plug(s) R

Apply corrosion inhibiting spray to all engine linkage

x| X
x

Vibration, noise, leakage, temperature

Composite pad and or aggregate level

Apply conditioner and wax to the enclosure

X

X

Remove corrosion, ensure conductivity of battery X
Clean and tighten battery terminals X
X

Check charge state

Check electrolyte level R

Remove corrosion, clean and tighten battery cables

Tighten terminals on external connections

Simulate outage, ensure operational to spec

Check control wiring connections

No load output voltage - line to line

No load output voltage - line to neutral

No load output voltage - line to ground

No load output voltage - frequency

Grounding conductor

DC control fuse
Battery charge fuse

|
|
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Controller function
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